
LOCATION MAP
NOT TO SCALE

NOT TO SCALE

VICINITY MAP

G1.0

SHEET INDEX

TITLE

G1.0

G2.0

G4.0

G5.0

TITLE SHEET

SITE PLAN

PRODUCTION WELL SECTION & DETAILS

BEST MANAGEMENT PRACTICE DETAILS

1

SHEET

FAIR OAKS WATER DISTRICT
FAIR OAKS, CALIFORNIA

FAIR OAKS WATER DISTRICT

TITLE SHEET

10.

9.

8. 

7. 

6.

5. 

4.

3. 

2. 

1.

GENERAL NOTES

N

DRILLING, DEVELOPMENT AND TESTING

PLANS FOR PRODUCTION WELL

SACRAMENTO COUNTY, CALIFORNIA

PROJECT: C25WTNWRD

G3.0 DEMOLITION PLAN

N

KAULA DRIVE

ROUTE TO SITE SHALL BE FROM MADISON AVENUE, SOUTH ON CHICAGO AVENUE, WEST ON 

MANAGEMENT.

PRACTICES (BMPs) WITH REGARD TO STORM WATER AND NON-STORM WATER

THE CONTRACTOR SHALL BE RESPONSIBLE FOR IMPLEMENTING BEST MANAGEMENT

TO MINIMIZE ANY DUST NUISANCE.

APPROPRIATE DUST CONTROL SHALL BE PROVIDED, AT THE CONTRACTOR'S EXPENSE,

WITH THE PERFORMANCE OF WORK ON THIS PROJECT.

ENGINEER HARMLESS FROM ANY AND ALL LIABILITY, REAL OR ALLEGED, IN CONNECTION

THE CONTRACTOR SHALL DEFEND, INDEMNIFY, AND HOLD THE DISTRICT AND DESIGN 

APPLY CONTINUOUSLY AND NOT BE LIMITED TO NORMAL WORKING HOURS; AND THAT

INCLUDING SAFETY OF ALL PERSONS AND PROPERTY; THAT THIS REQUIREMENT SHALL

FOR JOB SITE CONDITIONS DURING THE COURSE OF CONSTRUCTION OF THIS PROJECT,

CONTRACTOR AGREES THAT IT SHALL ASSUME SOLE AND COMPLETE RESPONSIBILITY

SHALL BE INCLUDED IN THE CONTRACT BID PRICES.

IMPROVEMENTS FROM DAMAGE. THE COST OF REPLACING EXISTING IMPROVEMENTS

THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROTECTING EXISTING

TOLL-FREE NUMBER (800) 227-2600.

(U.S.A.) 48 HOURS IN ADVANCE OF PERFORMING EXCAVATION WORK BY CALLING THE

CONTRACTOR SHALL NOTIFY THE MEMBERS OF THE UNDERGROUND SERVICE ALERT

FIELD LOCATE ALL AFFECTED UNDERGROUND UTILITIES MAIN AND SERVICE LINES. THE

PRIOR TO COMMENCING WORK, IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO

REPLACEMENT.

BENCH MARKS, SURVEY REFERENCE POINTS, AND SHALL BEAR ALL EXPENSES FOR 

THE CONTRACTOR SHALL EXERCISE DUE CAUTION AND SHALL CAREFULLY PRESERVE

CONSTRUCTION AND COMPLETION OF THE PROJECT.

LICENSES AND PAYING ALL ASSOCIATED PROJECT FEES REQUIRED FOR THE 

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL PERMITS AND

WORKMANSHIP OF THE FIRST QUALITY ARE TO BE USED.

BEST GENERAL PRACTICE IS TO PREVAIL AND THAT ONLY MATERIALS AND

GENERAL TERMS BUT NOT IN COMPLETE DETAIL, IT IS UNDERSTOOD THAT ONLY THE

WHERE THE PLANS OR SPECIFICATIONS DESCRIBE PORTIONS OF THE WORK IN

BE CONCLUSIVE.

OR SPECIFICATION. THE DISTRICTS INTERPRETATION OR CORRECTION THEREOF SHALL

REGARDING ANY DISCREPANCIES OR AMBIGUITIES WHICH MAY EXIST IN THE PLANS

THE CONTRACTOR SHALL NOTIFY THE FAIR OAKS WATER (DISTRICT) IMMEDIATELY

NORTHRIDGE WELL #15

PRESIDENT

VICE PRESIDENT

DIRECTOR

DIRECTOR

BOARD OF DIRECTORS

FAIR OAKS WATER DISTRICT 

CHRIS PETERSEN

MARK DOLBY

RANDY MARX

MISHA SARKOVICH

NORTHRIDGE WELL #15

or 811

SACRAMENTO AREA SEWER DISTRICTSEWER

STORM DRAIN

GAS

CABLE T.V.

ELECTRICAL

FIRE PROTECTION

U.S.A.

COUNTY OF SACRAMENTO

PACIFIC GAS & ELECTRIC

COMCAST

S.M.U.D.

SACRAMENTO METRO FIRE DISTRICT

UNDERGROUND SERVICE ALERT

DIMITRY MEZENTSEV

YVONNE CHATMAN

JOHN YU

(916) 386-5453

(916) 874-5275

(916) 732-6321

(800) 227-2600

UTILITY REPRESENTATIVES

STEVE ABELIA (916) 830-6757

(916) 859-4318JENAE CALLISON

RAY VASSELI (916) 876-6140

FAIR OAKS WATER DISTRICTWATER 

TELEPHONE AT&T NATHAN DIXON (916) 296-6359

DIRECTOR

BLAKE CHETCUTI (916) 844-3520
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G2.0
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SITE PLAN

53
X2

6

AC

LEGEND(E)
1

2

3

N

EVIRD AL
UAK CL

27' ROW

±160'

±50'
±50'

±30'

±20'

±100'

SITE

(E) WELL

EASEMENT

(E) WELL

68 B.M. 03
LOT 62 PER 

CORNER
SOUTHWEST

-
1

0' 10'

SCALE 1"=10'

5' 20'

NOT TO SCALE

1

3

THIS SHEET

EASEMENT SEE DETAIL 1

TEMPORARY CONSTRUCTION 

NOTES

50'

55'

4

5

WELL #15 LOCATION

PROPOSED NORTHRIDGE
(TO BE ABANDONED)

(E) NORTHRIDGE WELL #9

NORTHRIDGE WELL #15
TEMPORARY CONSTRUCTION EASEMENT

DETAIL

4

4
4

4
5

6

-
1

SITE

(P) WELL REPLACEMENT

EASEMENT

(E) FOWD WELL SITE 

CAPPED AND REINSTALLED AT PROJECT COMPLETION.
CONSTRUCTION EASEMENT AREA TO BE TEMPORARY 
EASEMENT PERIMETER. SPRINKLERS WITHIN TEMPORARY 
EASEMENT AREA TO BE REMOVED AND CAPPED AT 
(E) IRRIGATION LINES AND SPRINKLERS WITHIN WELL SITE 

LINK FENCE AT FOWD WELL SITE EASEMENT PERIMETER
DEVELOPMENT AND TESTING FURNISH AND INSTALL CHAIN 
AT COMPLETION OF WELL REPLACEMENT DRILLING, 

AREA
PERIMETER OF TEMPORARY CONSTRUCTION EASEMENT 
CONSTRUCT TEMPORARY CONSTRUCTION FENCING AT 

CONSTRUCTION ACCESS / EGRESS (TYP. OF 2)

AS SHOWN ON DETAIL
FURNISH AND INSTALL  NOISE ABATEMENT SOUND WALL 

CONSTRUCTION FENCING AND ACCESS GATES
OF WELL REPLACEMENT SITE. CONSTRUCT TEMPORARY 
IRON FENCE LOCATED  ALONG KAULA DRIVE FRONTAGE 
REMOVE AND SALVAGE TO SJUSD EXISTING ORNAMENTAL 

NOISE ABATEMENT SOUND WALL

TEMPORARY CONSTRUCTION EASEMENT AREA

HDCP RAMP

SLOPE

CENTERLINE

SPOT ELEVATION

FENCE 

CONCRETE

WATER VALVE

FIRE HYDRANT

ASPHALT

JOINT POLE

ï»¿î€• 10,100 SQ
EASEMENT AREA
CONSTRUCTION

TEMPORARY 

(TYP. OF 2)
ACCESS GATE

SOUND WALL
NOISE ABATEMENT

TEMPORARY

DISCHARGE POINT

DEVELOPMENT WATER 

TEST PUMP & 
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(E) WATER



DRILLING PROJECT)

(NOT A PART OF THE WELL 

WELL #15 SITE IMPROVEMENTS 

PRELIMINARY NORTHRIDGE

M

S
DW

4"W

SD

SS

END
4' CHAINLINK

XWALK
SIGN

SMUD H.O.A. SWITCH
ELEC

TRANSFORMER

BOLLARD

TELE

ELEC

RIM=216.12
SDDI

SHED

BUSHLINE

B
U

S
H

L
IN

E

ELEC

ELEC

BLOCK RETWALL

6" STEEL DRAIN
PIPE

CAPPED 4" STEEL
PIPE

8" DRAIN

ELEC

AC

AC

W/FILTER
4" STEEL
PIPE

(E) NORTHRIDGE WELL #9

W/BARBWIRE
GATE 9' CHAINLINK

ELEC

W/BARBWIRE
9' CHAINLINK

BOLLARDGAUGE
10" WEATHER

B
U

S
H

L
IN

E

ORNAMENTAL IRON FENCE

G3.0

3

DEMOLITION NOTES

DEMOLITION PLAN

9' CHAINLINK W/BARBWIRE

0' 5'

SCALE 1"=5'

10'

N

WELL #15 LOCATION

PROPOSED NORTHRIDGE

THE NORTHRIDGE WELL #15 SITE.

CHAINLINK FENCE LOCATED BETWEEN (E) NORTHRIDE WELL #9 SITE AND 

THEN DEMOLISHED PER THE PROJECT SPECIFICATIONS. REMOVE EXISTING 

GRADES. EXISTING NORTHRIDGE WELL #9 SHALL FIRST BE CAPPED AND 

SHALL BE REMOVED AND CAPPED 3 FEET BELOW EXISTING SITE 

AND CONDUITS. BELOW GROUND WELL DISCHARGE PIPING AND CONDUITS 

AND WELL HEAD, ELECTRICAL PANEL, ABOVE GROUND DISCHARGE PIPING 

INCLUDE REMOVAL OF THE EXISTING NORTHRIDGE WELL #9 PUMP, MOTOR 

DEMOLITION OF EXISTING NORTHRIDGE WELL SITE IMPROVEMENTS SHALL 

5

S
:\

2
6
9
5
-
0
8
 

N
o
r
t
h
r
id

g
e
 

W
e
ll
 P
r
o
j
e
c
t
\

P
la

n
s
 
-
 
P

h
a
s
e
 
1
\

0
3

_
D

E
M

O
 

P
L

A
N
.d

g
n

F
IL

E
:

2
/
1
4
/
2

0
2

5
D

A
T

E
:

C25WTNWRD

NOV 2024

2/14/2025

NORTHRIDGE WELL #15 DRILLING, DEVELOPMENT AND TESTING

IN PLACE

PROTECT

NOTES

SEE DEMOLITION

TO BE REMOVED,

SEE DEMOLITION NOTES

(E) NORTHRIDGE WELL #9

(E) WATER



G4.0

PRODUCTION WELL SECTION & DETAILS

4

THE TEST PUMP DISCHARGE POINT SHOWN ON SHEET G2.0.

SHALL BE DISPOSED OF AT

ENGINEER WILL

INTERMEDIATE CASING
MUST AVOID CENTRALIZERS
SOUNDING TUBE. CONTRACTOR
2" TYPE 304LSS SCHEDULE 40

40 GRAVEL PIPE
3" BLACK STEEL SCH.

1/4" PLATE

EVALUATION OF PILOT HOLE AND SAMPLING WELL RESULTS.

DETERMINED BY THE DISTRICT'S REPRESENTATIVE FOLLOWING

BIDDING. FINAL DIMENSIONS AND SPECIFICATIONS SHALL BE

PACK ARE PRELIMINARY GUIDELINES AND ARE PROVIDED FOR

THE LOCATION OF WELL SCREEN AND THE TYPE OF FILTER

N

SPACED AT CIRCUMFERENCE OF CASING

NOTE: INSTALL TYPE 304SS CENTRALIZERS AT 120°INTERVALS

INTERVALS TO THE TOP OF THE CASING

SECTION, ABOVE THE TOP OF THE SCREEN AND AT 60 FOOT

INSTALL CENTRALIZER BELOW THE BOTTOM OF THE SCREEN

Ø

NOT TO SCALE

-500 FT

-490 FT

-480 FT

-230 FT

CASING ENTRANCE

-350 FT

-225 FT

SILICON BEAD FILTER PACK

-
1

SEE DETAIL 
-
2

28" Ê BOREHOLE

38" Ê BOREHOLE

NORTHRIDGE WELL #15 SECTION

3/8" THICKNESS
INTERMEDIATE CASING
30"  ASTM 53B

-235 FT  END OF FILTER PIPE

CASING CENTRALIZER, TYP SEE DETAIL 

BOTTOM OF BOREHOLE

TO BOTTOM OF CASING
5/16" STAINLESS STEEL BULLNOSE

TRANSITION SAND

CLOSEST LOW PERMEABLE LAYER)
(APPROX. 75 FT OR TO THE

0 FT (GROUND SURFACE)

DO NOT TACK WELD
CONTINUOUS WELD TO WELL CASING
TEMPORARY 1/4" STEEL CAP PLATE,

TO CONDUCTOR AND WELL CASING
1/2" COVER PLATE, CONTINUOUS WELD

1/4
TYP

THREADED END CAP (TERMINATE 42" ABOVE GRADE)

NPT THREADED COUPLERS
3" Ê NOMINAL, SCH. 40 BLACK STEEL

FILTER FEED PIPE

90 DEGREES, WELD TO BOTH CASINGS
3/4"x7" LG. WEB PLATE, TYP. OF 4 AT

3
'-

6
"

6
"

GROUT SANITARY SEAL (3" MIN.)
52"Ê BOREHOLE WITH SAND CEMENT

FAIR OAKS WATER DISTRICT
FAIR OAKS, CALIFORNIA

SECTION 02671 2.03D
SEE NOTE 1 AND SPECIFICATIONS
LOUVER PATTERN SCREEN
STAINLESS STEEL FUL FLO 
18.625"Ê OD x 5/16" TYPE 304L

SAND CEMENT GROUT ANNULAR SEAL

ASTM A53B
NOMINAL, 3/8" THICKNESS

STEEL CONDUCTOR CASING 42" Ê

TYPE 304 STAINLESS STEEL WELL CASING
18" Ê NOMINAL 5/16" WALL THICKNESS

TUBE WITH GILBERT BOX
STAINLESS STEEL SOUNDING
2" Ê NOMINAL TYPE 304
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BEST MANAGEMENT PRACTICE DETAILS

G5.0

5

NON-STORM WATER MANAGEMENT FOR THIS PROJECT.

CONTRACTOR SHALL IMPLEMENT THESE METHODS FOR STORM WATER AND

DETAILS ON THIS SHEET ARE PROVIDED AS BEST MANAGEMENT PRACTICES.2.

WATER MANAGEMENT.

MANAGEMENT PRACTICES (BMPs)  FOR STORM WATER AND NON-STORM

PRACTICES.  HOWEVER, THE CONSTRACTOR SHALL IMPLEMENT BEST

AND LAND DISTURBANCE ACTIVITIES, REQUIRING BEST MANAGEMENT

PERMIT FOR STORMWATER DISCHARGE ASSOCIATED WITH CONSTRUCTION

SUBJECT TO THE REQUIREMENTS OF THE STATE OF CALIFORNIA GENERAL

PROJECT DISTURBANCE IS LESS THAN 1.0 ACRE AND AS SUCH NOT1.

NOTES:

-

1STABILIZED CONSTRUCTION SITE ACCESS
-

2

-

3

-

4
-

5

FIBER ROLLS SILT FENCE

CONCRETE WASHOUT INLET SEDIMENT CONTROL

NO SCALE

SAC. COUNTY STD. DETAIL 11-1
NO SCALE

SAC. COUNTY STD. DETAIL 11-4
NO SCALE

SAC. COUNTY STD. DETAIL 11-5

NO SCALE

SAC. COUNTY STD. DETAIL 11-6 NO SCALE

SAC. COUNTY STD. DETAIL 11-7
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